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Omro School District
Omro, WI

ROOF REHABILITATION

May 24, 2011

You are invited to submit roofing proposals on predetermined categories of Work for the Roof Rehabilitation Project for 2011.
Roofing proposals will be accepted and Contracts awarded to the lowest responsible roof contractor for the following Work
Roof Rehabilitation Contract

Roof Rehabilitation Contract
All Contracts will be with the Owner and not assigned to another contractor.

Roof contractors shall perform their Work as much as possible during the school’s general summer recess.

The High/ Middle School portion of the project project consists of approximately 97,000 square feet of roofing. Remove all wet
or loose roofing along with wet insulation. Replace removed insulation install new roof membrane shall be 115 mil,black EPDM
Fleeceback attached with foaming adhesive. The new roof shall carry a 20 year manufacturer's warranty. An optional cost will
be solicited for an additional 37,500 square feet of roofing.

The 58,600 square foot, shingled portion of the Omro Elementary School will be covered with new colored standing seam
metal.

Roofing proposals shall be submitted in conformance with the re-roofing specifications and shall be signed by an individual or
individuals legally authorized to bind the Roof contractor to a Contract with the Owner.

All work must be completed in full by October 31, 2011

Roofing Bids Due: June 10, 2011 1:00 PM

The Roofing proposal review process will be closed.

Questions regarding this Project should be directed to: Mr. Norman Ritland, Ritland Design, Ltd. Phone # 608 547 0168
Roofing proposals shall be addressed to the attention of Nate Lee:

Via US Mail

School District of Omre———
Attention: Nate Lee
Maintenance Manager

455 Fox Trail

Omro, WI 54963

Proposals shall bear the words “SEALED BID ENCLOSED FOR OMRO ROOF REHABILITATION 2011”.

The Drawings and Project Manual may be obtained by contacting Mr. Norman Ritland, Ritland Design, Ltd. Phone # 608
547 0168

Roof contractors seeking approval of materials or products not specified are reminded to review and comply with the

Instructions to Roof contractors regarding proper form of submittal.

The Owner reserves the right to reject any or all roofing proposals without explanation, to waive irregularities, and to
accept a Roofing proposal, which in the Owners Sole judgment, in the Owner’s best interests.



State of Wisconsin

Department of Workforce Development DEPARTM ENTAL ORDER

Equal Rights Division

ISSUE DATE:5/13/2011

PROJECT:

OMRO SCHOOLS RE-ROOF PROJECT 2011
OMRO CITY, WINNEBAGO COUNTY, WI
Determination No. 201101819

PROJECT OWNER: REQUESTER:
NATE LEE, HEAD MAINTENANCE NORMAN RITLAND, PRESIDENT
OMRO SCHOOL DISTRICT RITLAND DESIGN LTD
455 FOX TRAIL 7262 BLACK HILL ROAD
OMRO, WI 549631198 LODI, WI 53555
ADDITIONAL CONTACT:

NOTE: The Requester must provide a copy of this Project
Determination and enclosures to the Project Owner and Additional
Contact.

The department received an application for prevailing wage rate determination for the above-captioned
project. The department conducted a survey to determine the prevailing wage rate for the trade(s) or
occupation(s) needed to complete the project. The survey’s findings appear in the attached project
determination.

If you believe that the wage rate for any trade or occupation does not accurately reflect the prevailing
wage rate in the city, village or town where the project is located, you may ask the department to
conduct an administrative review of such wage rate. You must submit this request in writing within 30
days from the date indicated above. Additionally, your request must include wage rate information from
at least three similar projects in the city, village or town where the proposed project is located and on
which some work has been performed by the contested trade(s) during the current survey period and
was previously considered by the department in issuing the attached determination. See DWD 290.10
of the Wisconsin Administrative Code and either s. 66.0903(3)(br), s. 66.0904(4)(e), or s. 103.49(3)(c),
Stats., for a complete explanation of the administrative review process.

Enclosures

It is hereby ordered that the prevailing wage rates set forth in the attached project determination shall
only be applicable to the above referenced project. This order is a FINAL ORDER of the department
unless a timely request for an administrative review is filed with the department.

ISSUED BY:
Equal Rights Division
Labor Standards Bureau
Construction Wage Standards Section
PO Box 8928 Madison, WI 53708-8928
(608)266-6861

Web Site: http://dwd.wisconsin.gov/er/

ERD-16866 (N. 09/2010)



DETERMINATION NUMBER:

EXPIRATION DATE:

PROJECT NAME:

PROJECT LOCATION:

CONTRACTING AGENCY:

CLASSIFICATION:

OVERTIME:

FUTURE INCREASE:

PREMIUM PAY:

APPRENTICES:

SUBJOURNEY:

ELECTRONIC CERTIFIED:
PAYROLL REPORTS:

PREVAILING WAGE RATE DETERMINATION
Issued by the State of Wisconsin
Department of Workforce Development
Pursuant to s. 66.0903, Wis. Stats.
Issued On: 5/13/2011

201101819

Prime Contracts MUST Be Awarded or Negotiated On Or Before
12/31/2011. If NOT, You MUST Reapply.

OMRO SCHOOLS RE-ROOF PROJECT 2011

OMRO CITY, WINNEBAGO COUNTY, WI

OMRO SCHOOL DISTRICT

Contractors are responsible for correctly classifying their workers. Either call the Department
of Workforce Development (DWD) with trade or classification questions or consult DWD’s
Dictionary of Occupational Classifications & Work Descriptions on the DWD website at:
dwd.wisconsin.gov/er/prevailing_wage_rate/Dictionary/dictionary _main.htm.

Time and one-half must be paid for all hours worked:
- over 10 hours per day on prevailing wage projects
- over 40 hours per calendar week
- Saturday and Sunday
- on all of the following holidays: January 1; the last Monday in May; July 4; the 1st
Monday in September; the 4th Thursday in November; December 25;
- The day before if January 1, July 4 or December 25 falls on a Saturday;
- The day following if January 1, July 4 or December 25 falls on a Sunday.

When a specific trade or occupation requires a future increase, you MUST add the full hourly
increase to the "TOTAL" on the effective date(s) indicated for the specific trade or
occupation.

If indicated for a specific trade or occupation, the full amount of such pay MUST be added to
the "HOURLY BASIC RATE OF PAY" indicated for such trade or occupation, whevenever
such pay is applicable.

Pay apprentices a percentage of the applicable journeyperson's hourly basic rate of pay and
hourly fringe benefit contributions specified in this determination. Obtain the appropriate
percentage from each apprentice’s contract or indenture.

Subjourney wage rates may be available for some of the trades or occupations indicated
below with the exception of laborers, truck drivers and heavy equipment operators. Any
employer interested in using a subjourney classification on this project MUST complete
Form ERD-10880 and request the applicable wage rate from the Department of Workforce
Development PRIOR to using the subjourney worker on this project.

Every contractor working on this project MUST file monthly certified payroll reports in an
electronic format that meets the Wisconsin Department of Workforce Development's
reporting requirements. These certified payroll reports must be filed by the 7th of the month
following the month in which the contractor performed work on this project at the following
website: http://dwd.wisconsin.gov/er/prevailing_wage_rate/default.htm.
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This document MUST BE POSTED by the CONTRACTING AGENCY in at least one conspicuous and easily accessible place on
the site of the project . A local governmental unit may post this document at the place normally used to post public notices if
there is no common site on the project. This document MUST remain posted during the entire time any worker is employed on
the project and MUST be physically incorporated into the specifications and all contracts and subcontracts. If you have any
guestions, please write to the Equal Rights Division, Labor Standards Bureau, P.O. Box 8928, Madison, Wisconsin 53708 or call
(608) 266-6861.

The following statutory provisions apply to local governmental unit projects of public works and are set forth below
pursuant to the requirements of s. 66.0903(8), Stats.

S.66.0903 (1) (f) & s. 103.49 (1) (c) "PREVAILING HOURS OF LABOR" for any trade or occupation in any area means 10
hours per day and 40 hours per week and may not include any hours worked on a Saturday or Sunday or on any of the following
holidays:

. January 1.

. The last Monday in May.

. July 4.

. The first Monday in September.

. The 4th Thursday in November.

. December 25.

. The day before if January 1, July 4 or December 25 falls on a Saturday.

. The day following if January 1, July 4 or December 25 falls on a Sunday.

O~NO U WNPE

S. 66.0903 (10) RECORDS; INSPECTION; ENFORCEMENT.

(a) Each contractor, subcontractor, or contractor's or subcontractor's agent performing work on a project of public works that is
subject to this section shall keep full and accurate records clearly indicating the name and trade or occupation of every person
performing the work described in sub. (4) and an accurate record of the number of hours worked by each of those persons and
the actual wages paid for the hours worked.

S. 66.0903 (11) LIABILITY AND PENALTIES.

(a) 1. Any contractor, subcontractor, or contractor's or subcontractor's agent who fails to pay the prevailing wage rate determined
by the department under sub. (3) or who pays less than 1.5 times the hourly basic rate of pay for all hours worked in excess of
the prevailing hours of labor is liable to any affected employee in the amount of his or her unpaid wages or his or her unpaid
overtime compensation and in an additional amount as liquidated damages as provided under subd. 2., 3., whichever is
applicable.

2. If the department determines upon inspection under sub. (10) (b) or (c) that a contractor, subcontractor, or contractor's or
subcontractor's agent has failed to pay the prevailing wage rate determined by the department under sub. (3) or has paid less
than 1.5 times the hourly basic rate of pay for all hours worked in excess of the prevailing hours of labor, the department shall
order the contractor to pay to any affected employee the amount of his or her unpaid wages or his or her unpaid overtime
compensation and an additional amount equal to 100 percent of the amount of those unpaid wages or that unpaid overtime
compensation as liquidated damages within a period specified by the department in the order.

3. In addition to or in lieu of recovering the liability specified in subd. 1. as provided in subd. 2., any employee for and in behalf of
that employee and other employees similarly situated may commence an action to recover that liability in any court of competent
jurisdiction. If the court finds that a contractor, subcontractor, or contractor's or subcontractor's agent has failed to pay the
prevailing wage rate determined by the department under sub. (3) or has paid less than 1.5 times the hourly basic rate of pay for
all hours worked in excess of the prevailing hours of labor, the court shall order the contractor, subcontractor, or agent to pay to
any affected employee the amount of his or her unpaid wages or his or her unpaid overtime compensation and an additional
amount equal to 100 percent of the amount of those unpaid wages or that unpaid overtime compensation as liquidated damages.
5. No employee may be a party plaintiff to an action under subd. 3. unless the employee consents in writing to become a party
and the consent is filed in the court in which the action is brought. Notwithstanding s. 814.04 (1), the court shall, in addition to any
judgment awarded to the plaintiff, allow reasonable attorney fees and costs to be paid by the defendant.
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| BUILDING OR HEAVY CONSTRUCTION |

Includes sheltered enclosures with walk-in access for the purpose of housing persons, employees, machinery,
equipment or supplies and non-sheltered work such as canals, dams, dikes, reservoirs, storage tanks, etc. A sheltered
enclosure need not be "habitable" in order to be considered a building. The installation of machinery and/or equipment,
both above and below grade level, does not change a project's character as a building. On-site grading, utility work and
landscaping are included within this definition. Residential buildings of four (4) stories or less, agricultural buildings,
parking lots and driveways are NOT included within this definition.

SKILLED TRADES

Fringe Benefits Must Be Paid On All Hours Worked HOURLY HOURLY
BASIC RATE FRINGE
CODE TRADE OR OCCUPATION OF PAY BENEFITS TOTAL
$ $ $
101 Acoustic Ceiling Tile Installer 28.31 12.40 40.71
102 Boilermaker 31.09 23.75 54.84
103 Bricklayer, Blocklayer or Stonemason 31.16 16.02 47.18
104 Cabinet Installer 28.31 14.91 43.22
105 Carpenter 28.31 14.91 43.22
106 Carpet Layer or Soft Floor Coverer 28.31 14.91 43.22
107 Cement Finisher 30.06 13.58 43.64
108 Drywall Taper or Finisher 32.05 0.00 32.05
109 Electrician 27.40 16.54 43.94
110 Elevator Constructor 40.46 20.24 60.70
111 Fence Erector 22.50 3.65 26.15
112 Fire Sprinkler Fitter 36.39 15.55 51.94
113 Glazier 28.14 7.25 35.39
114 Heat or Frost Insulator 27.54 19.53 47.07
115 Insulator (Batt or Blown) 23.62 11.55 35.17
116 Ironworker 27.48 21.79 49.27
117 Lather 28.31 14.91 43.22
118 Line Constructor (Electrical) 35.26 21.71 56.97
119 Marble Finisher 29.40 14.31 43.71
120 Marble Mason 30.06 15.17 45.23
121 Metal Building Erector 24.91 4.29 29.20
122 Millwright 29.91 14.91 44.82

123 Overhead Door Installer 17.25 3.00 20.25
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124
125
126
127
129
130
132
133
134
135
137
138
139
140
141
142
143
144

146

147

150

151
152
153

154

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

Painter

Pavement Marking Operator

Piledriver

Pipeline Fuser or Welder (Gas or Utility)
Plasterer

Plumber

Refrigeration Mechanic

Roofer or Waterproofer

Sheet Metal Worker

Steamfitter

Teledata Technician or Installer
Temperature Control Installer

Terrazzo Finisher

Terrazzo Mechanic

Tile Finisher

Tile Setter

Tuckpointer, Caulker or Cleaner
Underwater Diver (Except on Great Lakes)
Well Driller or Pump Installer

Future Increase(s):
Add $1.60/hr on 6/1/11.

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.
Siding Installer

Heavy Equipment Operator - ELECTRICAL LINE CONSTRUCTION
ONLY

Light Equipment Operator -ELECTRICAL LINE CONSTRUCTION ONLY
Heavy Truck Driver - ELECTRICAL LINE CONSTRUCTION ONLY
Light Truck Driver - ELECTRICAL LINE CONSTRUCTION ONLY

Groundman - ELECTRICAL LINE CONSTRUCTION ONLY

HOURLY
BASIC RATE
OF PAY

19.75
25.65
28.81
29.85
31.16
31.65
31.65
16.50
29.60
31.65
21.26
23.25
29.40
29.40
20.31
30.07
32.53
32.31

24.22

36.60

26.88

27.66
24.68
25.44

17.41

HOURLY
FRINGE

BENEFITS

$
7.82

13.10
14.91
17.34
16.02
15.04
15.04

6.31
19.45
15.04
11.75

7.25
14.31
14.31

4.86
16.04
11.20
14.91

14.80

15.48

13.71

0.00
0.00
0.00
9.80
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47.19
47.18
46.69
46.69
22.81
49.05
46.69
33.01
30.50
43.71
43.71
25.17
46.11
43.73
47.22

39.02

52.08

40.59

27.66
24.68
25.44

27.21
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201
203
204
205

207

302
303

310

311

314

TRUCK DRIVERS

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

Single Axle or Two Axle

Three or More Axle

Articulated, Euclid, Dumptor, Off Road Material Hauler
Pavement Marking Vehicle

Truck Mechanic

LABORERS

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

General Laborer
Premium Increase(s):

Add $1.00/hr for certified welder and pipelayer; Add
$.25/hr for mason tender

Asbestos Abatement Worker

Landscaper

Gas or Utility Pipeline Laborer (Other Than Sewer and Water)

Future Increase(s):

Add $1.00/hr. on 6/1/2011

Fiber Optic Laborer (Outside, Other Than Concrete Encased)

Railroad Track Laborer

HOURLY

BASIC RATE

OF PAY

$
31.32
23.00
30.89
20.85
23.00

HOURLY

BASIC RATE

OF PAY

$
23.96
14.50
20.50
18.84
15.00
22.81

HOURLY
FRINGE
BENEFITS
$
10.83
10.25
12.02
11.02
10.25
HOURLY
FRINGE
BENEFITS
$
12.88
7.80
2.74
11.65
2.23
13.42
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22.30
23.24

30.49

17.23

36.23
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502

503

504

505

HEAVY EQUIPMENT OPERATORS

SITE PREPARATION, UTILITY OR LANDSCAPING WORK ONLY

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

Air Track, Rotary or Percussion Drilling Machine &/or Hammers, Blaster;
Asphalt Milling Machine; Boring Machine (Directional, Horizontal or
Vertical); Backhoe (Track Type) Having a Mfgr's Rated Capacity of
130,000 Lbs. or Over; Backhoe (Track Type) Having a Mfgr's Rated
Capacity of Under 130,000 Lbs., Backhoe (Mini, 15,000 Lbs. & Under);
Bulldozer or Endloader (Over 40 hp); Compactor (Self-Propelled 85 Ft
Total Drum Width & Over, or Tractor Mounted, Towed & Light Equipment);
Concrete Batch Plant, Batch Hopper; Concrete Breaker (Large, Auto,
Vibratory/Sonic, Manual or Remote); Crane, Shovel, Dragline, Clamshells;
Forklift (Machinery Moving or Steel Erection, 25 Ft & Over); Gradall
(Cruz-Aire Type); Grader or Motor Patrol; Master Mechanic; Mechanic or
Welder; Robotic Tool Carrier (With or Without Attachments); Scraper (Self
Propelled or Tractor Drawn) 5 cu yds or More Capacity; Tractor or Truck
Mounted Hydraulic Backhoe; Tractor or Truck Mounted Hydraulic Crane
(10 Tons or Under); Tractor (Scraper, Dozer, Pusher, Loader); Trencher
(Wheel Type or Chain Type Having Over 8 Inch Bucket).

Backfiller; Broom or Sweeper; Bulldozer or Endloader (Under 40 hp);
Environmental Burner; Forestry Equipment, Timbco, Tree Shear, Tub
Grinder, Processor; Jeep Digger; Screed (Milling Machine); Skid Rig;
Straddle Carrier or Travel Lift; Stump Chipper; Trencher (Wheel Type or
Chain Type Having 8 Inch Bucket & Under).
Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.

Air Compressor (&/or 400 CFM or Over); Augers (Vertical & Horizontal);
Compactor (Self-Propelled 84 Ft Total Drum Width & Under, or Tractor
Mounted, Towed & Light Equipment); Crusher, Screening or Wash Plant;
Farm or Industrial Type Tractor; Forklift; Generator (&/or 150 KW or Over);
Greaser; High Pressure Utility Locating Machine (Daylighting Machine);
Mulcher; Oiler; Post Hole Digger or Driver; Pump (3 Inch or Over) or Well
Points; Refrigeration Plant or Freeze Machine; Rock, Stone Breaker; Skid
Steer Loader (With or Without Attachments); Vibratory Hammer or
Extractor, Power Pack.

Work Performed on the Great Lakes Including Diver; Wet Tender or
Hydraulic Dredge Engineer.

Work Performed on the Great Lakes Including Crane or Backhoe
Operator; Assistant Hydraulic Dredge Engineer; Hydraulic Dredge
Leverman or Diver's Tender; Mechanic or Welder; 70 Ton & Over Tug
Operator.

Premium Increase(s):
Add $.50/hr for friction crane, lattice boom or crane

certification (CCO). On Sunday & holidays, pay two
times the hourly basic rate.

HOURLY
BASIC RATE
OF PAY
$
30.89
32.42
30.89
35.05
37.45

HOURLY
FRINGE
BENEFITS
$
17.36
17.96
16.23
18.08
19.45
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50.38

47.12

53.13

56.90
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507

509

510

Fringe Benefits Must Be Paid On All Hours Worked HOURLY HOURLY
BASIC RATE FRINGE
TRADE OR OCCUPATION OF PAY BENEFITS
$ $
Work Performed on the Great Lakes Including Deck Equipment Operator 33.35 19.33
or Machineryman (Maintains Cranes Over 50 Tons or Backhoes 115,000
Lbs. or More); Tug, Launch or Loader, Dozer or Like Equipment When
Operated on a Barge, Breakwater Wall, Slip, Dock or Scow, Deck
Machinery.
Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.
Work Performed on the Great Lakes Including Deck Equipment Operator, 32.20 18.69

Machineryman or Fireman (Operates 4 Units or More or Maintains Cranes
50 Tons or Under or Backhoes 115,000 Lbs. or Under); Deck Hand, Deck
Engineer or Assistant Tug Operator; Off Road Trucks - Great Lakes
ONLY.

HEAVY EQUIPMENT OPERATORS
EXCLUDING SITE PREPARATION, UTILITY, PAVING LANDSCAPING WORK

Fringe Benefits Must Be Paid On All Hours Worked HOURLY HOURLY
BASIC RATE FRINGE

TRADE OR OCCUPATION OF PAY BENEFITS

$ $

Boring Machine (Directional); Crane, Tower Crane, Pedestal Tower or 34.62 17.96
Derrick, With or Without Attachments, With a Lifting Capacity of Over 100

Tons, Self-Erecting Tower Crane With a Lifting Capacity of Over 4,000

Lbs., Crane With Boom Dollies; Crane, Tower Crane, Pedestal Tower or

Derrick, With Boom, Leads &/or Jib Lengths Measuring 176 Ft or Over;

Master Mechanic.

Premium Increase(s):
Add $.50/hr at 200 ton: Add $1.00/hr. at 300 ton; Add

$1.50/hr at 400 ton; Add $2.00/hr at 500 ton. On Sunday
& holidays, pay two times the hourly basic rate.

Backhoe (Track Type) Having a Mfgr's Rated Capacity of 130,000 Lbs. or 33.62 17.96
Over; Boring Machine (Horizontal or Vertical); Caisson Rig; Crane, Tower

Crane, Portable Tower, Pedestal Tower or Derrick, With or Without

Attachments, With a Lifting Capacity of 100 Tons or Under, Self-Erecting

Tower Crane With A Lifting Capacity Of 4,000 Lbs. & Under; Crane, Tower

Crane, Portable Tower, Pedestal Tower or Derrick, With Boom, Leads

&/or Jib Lengths Measuring 175 Ft or Under; Pile Driver; Versi Lifts,

Tri-Lifts & Gantrys (20,000 Lbs. & Over).

Premium Increase(s):
Add $.25/hr for cranes with lifting capacity of 45 ton or

over. On Sunday & holidays, pay two times the hourly
basic rate.

Backhoe (Track Type) Having a Mfgr.'s Rated Capacity of Under 130,000 31.42 16.92
Lbs., Backhoe (Mini, 15,000 Lbs. & Under); Concrete Bump Cultter,

Grinder, Planing or Grooving Machine; Concrete Laser/Screed; Concrete

Paver (Slipform); Concrete Pump (Over 46 Meter), Concrete Conveyor

(Rotec or Bidwell Type); Concrete Slipform Placer Curb & Gutter Machine;

Concrete Spreader & Distributor; Dredge (NOT Performing Work on the

Great Lakes); Forklift (Machinery Moving or Steel Erection, 25 Ft & Over);

Gradall (Cruz-Aire Type); Hydro-Blaster (10,000 PSI or Over); Milling

Machine; Skid Rig; Traveling Crane (Bridge Type).

Page 7 of 20

50.89

51.58

48.34
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512

513

514

515

Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$
Air, Track, Rotary or Percussion Drilling Machine &/or Hammers, Blaster; 31.89

Bulldozer or Endloader (Over 40 hp); Compactor (Self-Propelled 85 Ft
Total Drum Width & Over, or Tractor Mounted, Towed & Light Equipment);
Concrete Pump (46 Meter & Under), Concrete Conveyor (Rotec or Bidwell
Type); Crane (Carry Deck, Mini) or Truck Mounted Hydraulic Crane (10
Tons or Under); Environmental Burner; Gantrys (Under 20,000 Lbs.);
Grader or Motor Patrol; High Pressure Utility Locating Machine
(Daylighting Machine); Manhoist; Material or Stack Hoist; Mechanic or
Welder; Railroad Track Rail Leveling Machine, Tie Placer, Extractor,
Tamper, Stone Leveler or Rehabilitation Equipment; Roller (Over 5 Ton);
Scraper (Self Propelled or Tractor Drawn) 5 cu yd or More Capacity;
Screed (Milling Machine); Sideboom; Straddle Carrier or Travel Lift; Tining
or Curing Machine; Tractor (Scraper, Dozer, Pusher, Loader); Tractor or
Truck Mounted Hydraulic Backhoe; Tractor or Truck Mounted Hydraulic
Crane (10 Tons or Under); Trencher (Wheel Type or Chain Type Having
Over 8-Inch Bucket).

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.

Backfiller; Broom or Sweeper; Bulldozer or Endloader (Under 40 hp); 29.82
Compactor (Self-Propelled 84 Ft Total Drum Width & Under, or Tractor
Mounted, Towed & Light Equipment); Concrete Batch Plant, Batch
Hopper; Concrete Breaker (Large, Auto, Vibratory/Sonic, Manual or
Remote); Concrete Conveyor System; Concrete Finishing Machine (Road
Type); Fireman (Pile Driver & Derrick NOT Performing Work on the Great
Lakes); Grout Pump; Hoist (Tugger, Automatic); Industrial Locomotives;
Jeep Digger; Lift Slab Machine; Mulcher; Robotic Tool Carrier (With or
Without Attachments); Roller (Rubber Tire, 5 Ton or Under); Screw or
Gypsum Pumps; Stabilizing or Concrete Mixer (Self-Propelled or 14S or
Over); Stump Chipper; Trencher (Wheel Type or Chain Type Having
8-Inch Bucket & Under); Winches & A-Frames.

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.

Air Compressor (&/or 400 CFM or Over); Air, Electric or Hydraulic Jacking 29.19
System; Augers (Vertical & Horizontal); Boatmen (NOT Performing Work

on the Great Lakes); Boiler (Temporary Heat); Crusher, Screening or

Wash Plant; Elevator; Farm or Industrial Type Tractor; Fireman (Asphalt

Plant NOT Performing Work on the Great Lakes); Forklift; Generator (&/or

150 KW or Over); Greaser; Heaters (Mechanical); Loading Machine

(Conveyor); Oiler; Post Hole Digger or Driver; Prestress Machine; Pump

(3 Inch or Over) or Well Points; Refrigeration Plant or Freeze Machine;

Rock, Stone Breaker; Skid Steer Loader (With or Without Attachments);

Vibratory Hammer or Extractor, Power Pack.

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic

rate.
Gas or Utility Pipeline, Except Sewer & Water (Primary Equipment). 34.89
Gas or Utility Pipeline, Except Sewer & Water (Secondary Equipment). 29.27

Future Increase(s):
Add $1.60/hr on 6/1/2011.

HOURLY
FRINGE
BENEFITS
$
17.96
17.96
17.96
19.68
16.85

Page 8 of 20

47.78

47.15

54.57

46.12
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516 Fiber Optic Cable Equipment 24.39 15.45 39.84
Future Increase(s):
Add $1.75/hr on 2/1/11.
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SEWER, WATER OR TUNNEL CONSTRUCTION

Includes those projects that primarily involve public sewer or water distribution, transmission or collection systems and
related tunnel work (excluding buildings).

103
105
107
109
111
116
118
125

126

130
135
137
143
144
146

150

151
152
153

154

SKILLED TRADES

Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$
Bricklayer, Blocklayer or Stonemason 30.06
Carpenter 31.38
Cement Finisher 24.00
Electrician 32.53
Fence Erector 22.50
Ironworker 3131
Line Constructor (Electrical) 35.26
Pavement Marking Operator 25.65
Piledriver 28.11
Future Increase(s):
Add $2.65/hr on 6/6/11.
Premium Increase(s):

Add $.65/hr for Piledriver Loftsman; Add $.75/hr for

Sheet Piling Loftsman.
Plumber 34.45
Steamfitter 31.65
Teledata Technician or Installer 21.26
Tuckpointer, Caulker or Cleaner 32.53
Underwater Diver (Except on Great Lakes) 3231
Well Driller or Pump Installer 24.22
Heavy Equipment Operator - ELECTRICAL LINE CONSTRUCTION 26.88
ONLY
Light Equipment Operator -ELECTRICAL LINE CONSTRUCTION ONLY 27.66
Heavy Truck Driver - ELECTRICAL LINE CONSTRUCTION ONLY 24.68
Light Truck Driver - ELECTRICAL LINE CONSTRUCTION ONLY 25.44
Groundman - ELECTRICAL LINE CONSTRUCTION ONLY 17.41

HOURLY
FRINGE

BENEFITS

$
15.17

16.03
18.63
17.96

3.65
21.79
21.71
13.10

23.76

15.50
15.04
11.40
11.20
14.91
14.80

13.71

0.00
0.00
0.00
9.80

47.41
42.63
50.49
26.15
53.10
56.97
38.75

51.87

49.95
46.69
32.66
43.73
47.22
39.02

40.59

27.66
24.68
25.44

27.21
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201
203

204

205

207

303
304
311

314

TRUCK DRIVERS

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

Single Axle or Two Axle
Three or More Axle
Articulated, Euclid, Dumptor, Off Road Material Hauler
Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.
Pavement Marking Vehicle

Truck Mechanic

LABORERS

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

General Laborer

Future Increase(s):
Add $1.45/hr on 6/06/2011

Premium Increase(s):
Add $.20 for blaster, bracer, manhole builder, caulker,

bottomman and power tool; Add $.55 for pipelayer; Add
$1.00 for 0-15 Ibs. compressed air; Add $2.00 for 15-30
Ibs. compressed air; Add $3.00 for over 30 Ibs.
compressed air.

Landscaper
Flagperson or Traffic Control Person
Fiber Optic Laborer (Outside, Other Than Concrete Encased)

Railroad Track Laborer

HOURLY
BASIC RATE
OF PAY
$
31.32
17.03
31.89
20.85
17.03
HOURLY
BASIC RATE
OF PAY
$
25.58
20.50
21.40
12.50
22.81

HOURLY
FRINGE
BENEFITS
$
10.83
12.89
17.96
11.02
12.89
HOURLY
FRINGE
BENEFITS
$
12.89
2.74
12.40
0.00
13.42
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31.87

29.92

23.24
33.80
12.50

36.23
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522

523

HEAVY EQUIPMENT OPERATORS
SEWER, WATER OR TUNNEL WORK

Fringe Benefits Must Be Paid On All Hours Worked HOURLY HOURLY
BASIC RATE FRINGE

TRADE OR OCCUPATION OF PAY BENEFITS

$ $

Backhoe (Track Type) Having a Mfgr.'s Rated Capacity of 130,000 Lbs. or 33.59 17.75
Over; Caisson Rig; Crane, Tower Crane, Pedestal Tower or Derrick, With

Boom, Leads &/or Jib Lengths Measuring 176 Ft or Over; Crane, Tower

Crane, Pedestal Tower or Derrick, With or Without Attachments, With a

Lifting Capacity of Over 100 Tons, Self-Erecting Tower Crane With a

Lifting Capacity Of Over 4,000 Lbs., Crane With Boom Dollies; Master

Mechanic; Pile Driver.

Future Increase(s):
Add $1.90/hr on 6/6/2011; Add $2.05/hr on 6/4/2012.
Premium Increase(s):
Add $.25/hr for operating tower crane. On Sunday &
holidays, pay two times the hourly basic rate except
pump/generator operators when employed on
non-productive projects.

Backhoe (Track Type) Having a Mfgr.'s Rated Capacity of Under 130,000 31.42 17.34
Lbs., Backhoe (Mini, 15,000 Lbs. & Under); Boring Machine (Directional);
Concrete Bump Cutter, Grinder, Planing or Grooving Machine; Concrete
Laser/Screed; Concrete Paver (Slipform); Concrete Pump (Over 46
Meter), Concrete Conveyor (Rotec or Bidwell Type); Concrete Spreader &
Distributor; Crane, Tower Crane, Portable Tower, Pedestal Tower or
Derrick, With Boom, Leads &/or Jib Lengths Measuring 175 Ft or Under;
Crane, Tower Crane, Portable Tower, Pedestal Tower or Derrick, With or
Without Attachments, With a Lifting Capacity of 100 Tons or Under,
Self-Erecting Tower Crane With a Lifting Capacity of 4,000 Lbs. & Under;
Dredge (NOT Performing Work on the Great Lakes); Milling Machine; Skid
Rig; Telehandler; Traveling Crane (Bridge Type).

Air Track, Rotary or Percussion Drilling Machine &/or Hammers, Blaster; 31.89 17.96
Boring Machine (Horizontal or Vertical); Bulldozer or Endloader (Over 40
hp); Crane (Carry Deck, Mini) or Truck Mounted Hydraulic Crane (10 Tons
or Under); Concrete Pump (46 Meter & Under), Concrete Conveyor (Rotec
or Bidwell Type); Concrete Slipform Placer Curb & Gutter Machine;
Gradall (Cruz-Aire Type); Grader or Motor Patrol; Hydro-Blaster (10,000
PSI or Over); Manhoist; Material or Stack Hoist; Mechanic or Welder;
Roller (Over 5 Ton); Scraper (Self Propelled or Tractor Drawn) 5 cu yd or
More Capacity; Screed (Milling Machine); Sideboom; Straddle Carrier or
Travel Lift; Tractor (Scraper, Dozer, Pusher, Loader); Tractor or Truck
Mounted Hydraulic Backhoe; Tractor or Truck Mounted Hydraulic Crane
(10 Tons or Under); Trencher (Wheel Type or Chain Type Having Over
8-Inch Bucket).

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.

Page 12 of 20
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49.85
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525

526

527

528

529

Fringe Benefits Must Be Paid On All Hours Worked HOURLY HOURLY
BASIC RATE FRINGE
TRADE OR OCCUPATION OF PAY BENEFITS TOTAL
$ $ $
Backfiller; Broom or Sweeper; Bulldozer or Endloader (Under 40 hp); 35.76 9.70 45.46

Compactor (Self-Propelled 85 Ft Total Drum Width & Over, or Tractor
Mounted, Towed & Light Equipment); Concrete Batch Plant, Batch
Hopper; Concrete Breaker (Large, Auto, Vibratory/Sonic, Manual or
Remote); Concrete Conveyor System; Concrete Finishing Machine (Road
Type); Environmental Burner; Fireman (Pile Driver & Derrick NOT
Performing Work on the Great Lakes); Forestry Equipment, Timbco, Tree
Shear, Tub Grinder, Processor; Hoist (Tugger, Automatic); Grout Pump;
Jeep Digger; Lift Slab Machine; Mulcher; Power Subgrader; Pump (3 Inch
or Over) or Well Points; Robotic Tool Carrier (With or Without
Attachments); Roller (Rubber Tire, 5 Ton or Under); Screw or Gypsum
Pumps; Stabilizing or Concrete Mixer (Self-Propelled or 14S or Over);
Stump Chipper; Tining or Curing Machine; Trencher (Wheel Type or Chain
Type Having 8-Inch Bucket & Under); Winches & A-Frames.

Air Compressor (&/or 400 CFM or Over); Air, Electric or Hydraulic Jacking 29.41 17.75 47.16
System; Augers (Vertical & Horizontal); Compactor (Self-Propelled 84 Ft

Total Drum Width & Under, or Tractor Mounted, Towed & Light

Equipment); Crusher, Screening or Wash Plant; Farm or Industrial Type

Tractor; Fireman (Asphalt Plant NOT Performing Work on the Great

Lakes); Generator (&/or 150 KW or Over); Heaters (Mechanical); High

Pressure Utility Locating Machine (Daylighting Machine); Loading Machine

(Conveyor); Post Hole Digger or Driver; Refrigeration Plant or Freeze

Machine; Rock, Stone Breaker; Skid Steer Loader (With or Without

Attachments); Vibratory Hammer or Extractor, Power Pack.

Future Increase(s):
Add $1.90/hr on 6/6/2011; Add $2.05/hr on 6/4/2012.

Premium Increase(s):
Add $.25/hr for operating tower crane. On Sunday &

holidays, pay two times the hourly basic rate except
pump/generator operators when employed on
non-productive projects.

Boiler (Temporary Heat); Forklift; Greaser; Oiler. 29.41 17.75 47.16

Future Increase(s):
Add $1.90/hr on 6/6/2011; Add $2.05/hr on 6/4/2012.

Premium Increase(s):
Add $.25/hr for operating tower crane. On Sunday &

holidays, pay two times the hourly basic rate except
pump/generator operators when employed on
non-productive projects.

Work Performed on the Great Lakes Including Diver; Wet Tender or 35.05 18.08 53.13
Hydraulic Dredge Engineer.

Work Performed on the Great Lakes Including 70 Ton & Over Tug 35.05 18.08 53.13
Operator; Assistant Hydraulic Dredge Engineer; Crane or Backhoe

Operator; Hydraulic Dredge Leverman or Diver's Tender; Mechanic or

Welder.

Work Performed on the Great Lakes Including Deck Equipment Operator 32.20 18.69 50.89
or Machineryman (Maintains Cranes Over 50 Tons or Backhoes 115,000

Lbs. or More); Tug, Launch or Loader, Dozer or Like Equipment When

Operated on a Barge, Breakwater Wall, Slip, Dock or Scow, Deck

Machinery.
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530 Work Performed on the Great Lakes Including Deck Equipment Operator; 32.20 18.69 50.89
Machineryman or Fireman (Operates 4 Units or More or Maintains Cranes
50 Tons or Under or Backhoes 115,000 Lbs. or Under), Deck Hand, Deck

Engineer or Assistant Tug Operator; Off Road Trucks - Great Lakes
ONLY.
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LOCAL STREET OR MISCELLANEOUS PAVING CONSTRUCTION

Includes roads, streets, alleys, trails, bridges, paths, racetracks, parking lots and driveways (except residential or
agricultural), public sidewalks or other similar projects (excluding projects awarded by the Wisconsin Department of
Transportation).

103
105
107
109
111
116
118
124
125
126
133
137
143
144

150

151
152
153

154

SKILLED TRADES

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

Bricklayer, Blocklayer or Stonemason
Carpenter

Cement Finisher

Electrician

Fence Erector

Ironworker

Line Constructor (Electrical)

Painter

Pavement Marking Operator
Piledriver

Roofer or Waterproofer

Teledata Technician or Installer
Tuckpointer, Caulker or Cleaner
Underwater Diver (Except on Great Lakes)

Heavy Equipment Operator - ELECTRICAL LINE CONSTRUCTION
ONLY

Light Equipment Operator -ELECTRICAL LINE CONSTRUCTION ONLY
Heavy Truck Driver - ELECTRICAL LINE CONSTRUCTION ONLY
Light Truck Driver - ELECTRICAL LINE CONSTRUCTION ONLY

Groundman - ELECTRICAL LINE CONSTRUCTION ONLY

TRUCK DRIVERS

Fringe Benefits Must Be Paid On All Hours Worked
TRADE OR OCCUPATION

Single Axle or Two Axle

HOURLY

BASIC RATE

OF PAY

$

30.06
28.31
31.16
27.40
22.50
31.31
35.26
19.75
23.46
28.81
16.50
21.26
32.53
3231

26.88

28.21
24.68
22.92

29.06

HOURLY

BASIC RATE

OF PAY

$

21.42

HOURLY
FRINGE

BENEFITS

$
15.17

14.91
16.02
16.54
3.65
21.79
21.71
7.82
9.45
14.91
6.31
11.40
11.20
14.91

13.71

14.34
15.96
11.87

15.39

HOURLY
FRINGE

BENEFITS

$
5.62

47.18
43.94
26.15
53.10
56.97
27.57
3291
43.72
22.81
32.66
43.73
47.22

40.59

42.55
40.64
34.79

44.45
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203

204

205
206

207

301
303
304
311

314

Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$
Three or More Axle 13.40
Articulated, Euclid, Dumptor, Off Road Material Hauler 31.89
Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.
Pavement Marking Vehicle 20.85
Shadow or Pilot Vehicle 21.42
Truck Mechanic 13.40
LABORERS
Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$
General Laborer 22.81
Landscaper 16.00
Flagperson or Traffic Control Person 21.40
Fiber Optic Laborer (Outside, Other Than Concrete Encased) 15.00
Railroad Track Laborer 22.81
HEAVY EQUIPMENT OPERATORS
CONCRETE PAVEMENT OR BRIDGE WORK
Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$
Crane, Tower Crane, Pedestal Tower or Derrick, With or Without 31.97

Attachments, With a Lifting Capacity of Over 100 Tons, Self-Erecting
Tower Crane With a Lifting Capacity Of Over 4,000 Lbs., Crane With
Boom Dollies; Crane, Tower Crane, Pedestal Tower or Derrick, With
Boom, Leads &/or Jib Lengths Measuring 176 Ft or Over; Master
Mechanic.

HOURLY
FRINGE

BENEFITS

$
0.26

17.96

11.02
5.62

0.26

HOURLY
FRINGE

BENEFITS

$
12.48

0.00
10.27
2.23

13.42

HOURLY
FRINGE

BENEFITS

$
16.96
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31.87
27.04

13.66

35.29
16.00
31.67
17.23

36.23
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543

Fringe Benefits Must Be Paid On All Hours Worked HOURLY HOURLY
BASIC RATE FRINGE

TRADE OR OCCUPATION OF PAY BENEFITS

$ $

Backhoe (Track Type) Having a Mfgr.'s Rated Capacity of 130,000 Lbs. or 32.57 18.10
Over; Caisson Rig; Crane, Tower Crane, Portable Tower, Pedestal Tower
or Derrick, With or Without Attachments, With a Lifting Capacity of 100
Tons or Under, Self-Erecting Tower Crane With a Lifting Capacity of 4,000
Lbs. & Under; Crane, Tower Crane Portable Tower, Pedestal Tower or
Derrick, With Boom, Leads &/or Jib Lengths Measuring 175 Ft or Under;
Dredge (NOT Performing Work on the Great Lakes); Licensed Boat Pilot
(NOT Performing Work on the Great Lakes); Pile Driver.
Future Increase(s):
Add $1.95/hr on 6/1/11; Add $2/hr on 6/1/12; Add $2/hr
on 6/1/13; Add $1.75/hr on 6/1/14.
Premium Increase(s):

On Sunday & holidays, pay two times the hourly basic

rate. For "Airport Pavement or State Highway

Construction” project type only, add $1.50/hr for work on

projects involving temporary traffic control setup, for

lane and shoulder closures, when work under artificial

illumination conditions is necessary as required by the

project provisions (including prep time prior to and/or

cleanup after such time period).

Air Track, Rotary or Percussion Drilling Machine &or Hammers, Blaster; 32.32 16.75
Automatic Subgrader (Concrete); Backhoe (Track Type) Having a Mfgr.'s
Rated Capacity of Under 130,000 Lbs., Backhoe (Mini, 15,000 Lbs. &
Under); Boring Machine (Directional, Horizontal or Vertical); Bridge
(Bidwell) Paver; Bulldozer or Endloader; Concrete Batch Plant, Batch
Hopper; Concrete Breaker (Large, Auto, Vibratory/Sonic, Manual or
Remote); Concrete Bump Cutter, Grinder, Planing or Grooving Machine;
Concrete Conveyor System; Concrete Laser/Screed; Concrete Paver
(Slipform); Concrete Pump, Concrete Conveyor (Rotec or Bidwell Type);
Concrete Slipform Placer Curb & Gutter Machine; Concrete Spreader &
Distributor; Crane (Carry Deck, Mini) or Truck Mounted Hydraulic Crane
(10 Tons or Under); Crane With a Lifting Capacity of 25 Tons or Under;
Forestry Equipment, Timbco, Tree Shear, Tub Grinder, Processor; Gradall
(Cruz-Aire Type); Grader or Motor Patrol; Grout Pump; Hydro-Blaster
(10,000 PSI or Over); Loading Machine (Conveyor); Manhoist; Material or
Stack Hoist; Mechanic or Welder; Milling Machine; Post Hole Digger or
Driver; Scraper (Self Propelled or Tractor Drawn) 5 cu yds or More
Capacity; Shoulder Widener; Sideboom; Skid Rig; Stabilizing or Concrete
Mixer (Self-Propelled or 14S or Over); Straddle Carrier or Travel Lift;
Tractor (Scraper, Dozer, Pusher, Loader); Tractor or Truck Mounted
Hydraulic Backhoe; Trencher (Wheel Type or Chain Type); Tube Finisher;
Tugger (NOT Performing Work on the Great Lakes); Winches &
A-Frames.

Future Increase(s):
Add $1.85/hr on 5/31/2011.

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.
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545

546

547

548

549

550

Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$
Backfiller; Belting, Burlap, Texturing Machine; Broom or Sweeper; 31.32

Compactor (Self-Propelled or Tractor Mounted, Towed & Light
Equipment); Concrete Finishing Machine (Road Type); Environmental
Burner; Farm or Industrial Type Tractor; Fireman (Pile Driver & Derrick
NOT Performing Work on the Great Lakes); Forklift; Greaser; Jeep Digger;
Joint Sawer (Multiple Blade); Launch (NOT Performing Work on the Great
Lakes); Lift Slab Machine; Mechanical Float; Mulcher; Power Subgrader;
Robotic Tool Carrier (WIth or Without Attachments); Self Propelled Chip
Spreader; Shouldering Machine; Skid Steer Loader (With or Without
Attachments); Telehandler; Tining or Curing Machine.

Air Compressor (&/or 400 CFM or Over); Air, Electric or Hydraulic Jacking 29.97
System; Automatic Belt Conveyor & Surge Bin; Boiler (Temporary Heat);

Concrete Proportioning Plant; Crusher, Screening or Wash Plant;

Generator (&/or 150 KW or Over); Heaters (Mechanical); High Pressure

Utility Locating Machine (Daylighting Machine); Mudjack; Oiler; Prestress

Machine; Pug Mill; Pump (3 Inch or Over) or Well Points; Rock, Stone

Breaker; Screed (Milling Machine); Stump Chipper; Tank Car Heaters;

Vibratory Hammer or Extractor, Power Pack.

Fiber Optic Cable Equipment. 22.79

Work Performed on the Great Lakes Including Diver; Wet Tender or 35.05
Hydraulic Dredge Engineer.

Work Performed on the Great Lakes Including 70 Ton & Over Tug 35.05
Operator; Assistant Hydraulic Dredge Engineer; Crane or Backhoe

Operator; Hydraulic Dredge Leverman or Diver's Tender; Mechanic or

Welder.

Work Performed on the Great Lakes Including Deck Equipment Operator 32.20
or Machineryman (Maintains Cranes Over 50 Tons or Backhoes 115,000

Lbs. or more); Tug, Launch or Loader, Dozer or Like Equipment When

Operated on a Barge, Breakwater Wall, Slip, Dock or Scow, Deck

Machinery.

Work Performed on the Great Lakes Including Deck Equipment Operator; 32.20
Machineryman or Fireman (Operates 4 Units or More or Maintains Cranes

50 Tons or Under or Backhoes 115,000 Lbs. or Under); Deck Hand, Deck

Engineer or Assistant Tug Operator; Off Road Trucks - Great Lakes

ONLY.

HEAVY EQUIPMENT OPERATORS
ASPHALT PAVEMENT OR OTHER WORK

Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$
Crane, Tower Crane, Pedestal Tower or Derrick, With or Without 31.97

Attachments, With a Lifting Capacity of Over 100 Tons, Self Erecting
Tower Crane With a Lifting Capacity of Over 4,000 Lbs., Crane With Boom
Dollies; Crane, Tower Crane, Pedestal Tower or Derrick, With Boom,
Leads and/or Jib Lengths Measuring 176 Ft or Over; Master Mechanic.

HOURLY
FRINGE
BENEFITS
$
16.34
16.72
15.30
18.08
18.08
18.69
18.69
HOURLY
FRINGE
BENEFITS
$
17.35
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46.69

38.09

53.13

53.13

50.89

50.89
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553

554

Fringe Benefits Must Be Paid On All Hours Worked HOURLY
BASIC RATE
TRADE OR OCCUPATION OF PAY
$

Backhoe (Track Type) Having a Mfgr.'s Rated Capacity of 130,000 Lbs. or 30.42
Over; Caisson Rig; Crane, Tower Crane, Portable Tower, Pedestal Tower

or Derrick, With or Without Attachments, With a Lifting Capacity of 100

Tons or Under, Self-Erecting Tower Crane With a Lifting Capacity Of

4,000 Lbs. & Under; Crane, Tower Crane, Portable Tower, Pedestal

Tower or Derrick, With Boom, Leads &/or Jib Lengths Measuring 175 Ft or

Under; Dredge (NOT Performing Work on the Great Lakes); Licensed

Boat Pilot (NOT Performing Work on the Great Lakes); Pile Driver.

Air, Track, Rotary or Percussion Drilling Machine &/or Hammers, Blaster; 25.00
Asphalt Heater, Planer & Scarifier; Asphalt Milling Machine; Asphalt
Screed; Backhoe (Track Type) Having a Mfgr.'s Rated Capacity of Under
130,000 Lbs., Backhoe (Mini, 15,000 Lbs. & Under); Bituminous (Asphalt)
Plant & Paver, Screed; Boring Machine (Directional, Horizontal or
Vertical); Bulldozer or Endloader; Concrete Breaker (Large, Auto,
Vibratory/Sonic, Manual or Remote); Concrete Conveyor System;
Concrete Laser/Screed; Concrete Slipform Placer Curb & Gutter Machine;
Crane (Carry Deck, Mini) or Truck Mounted Hydraulic Crane (10 Tons or
Under); Crane With a Lifting Capacity of 25 Tons or Under; Forestry
Equipment, Timbco, Tree Shear, Tub Grinder, Processor; Gradall
(Cruz-Aire Type); Grader or Motor Patrol; Hydro-Blaster (10,000 PSI or
Over); Loading Machine (Conveyor); Manhoist; Material or Stack Hoist;
Mechanic or Welder; Milling Machine; Post Hole Digger or Driver; Railroad
Track Rail Leveling Machine, Tie Placer, Extractor, Tamper, Stone Leveler
or Rehabilitation Equipment; Roller (Over 5 Ton); Scraper (Self Propelled
or Tractor Drawn) 5 cu yds or More Capacity; Shoulder Widener;
Sideboom; Skid Rig; Stabilizing or Concrete Mixer (Self-Propelled or 14S
or Over); Tractor (Scraper, Dozer, Pusher, Loader); Tractor or Truck
Mounted Hydraulic Backhoe; Trencher (Wheel Type or Chain Type); Tube
Finisher; Tugger (NOT Performing Work on the Great Lakes); Winches &
A-Frames.
Future Increase(s):
Add $1.95/hr on 6/1/11; Add $2/hr on 6/1/12; Add $2/hr
on 6/1/13; Add $1.75/hr on 6/1/14.

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.

Backfiller; Broom or Sweeper; Compactor (Self-Propelled or Tractor 25.00
Mounted, Towed & Light Equipment); Concrete Finishing Machine (Road

Type); Environmental Burner; Farm or Industrial Type Tractor; Fireman

(Asphalt Plant, Pile Driver & Derrick NOT Performing Work on the Great

Lakes); Forklift; Greaser; Hoist (Tugger, Automatic); Jeep Digger; Joint

Sawer (Multiple Blade); Launch (NOT Performing Work on the Great

Lakes); Lift Slab Machine; Mechanical Float; Mulcher; Power Subgrader;

Robotic Tool Carrier (With or Without Attachments); Roller (Rubber Tire, 5

Ton or Under); Self-Propelled Chip Spreader; Shouldering Machine; Skid

Steer Loader (With or Without Attachments); Telehandler.

Future Increase(s):
Add $1.95/hr on 6/1/11; Add $2/hr on 6/1/12; Add $2/hr
on 6/1/13; Add $1.75/hr on 6/1/14.

Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.

HOURLY
FRINGE

BENEFITS

$
17.05

16.90

16.90
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Fringe Benefits Must Be Paid On All Hours Worked HOURLY HOURLY
BASIC RATE FRINGE
CODE TRADE OR OCCUPATION OF PAY BENEFITS TOTAL
$ $ $
555 Air Compressor (&/or 400 CFM or Over); Air, Electric or Hydraulic Jacking 25.00 16.90 41.90

System; Augers (Vertical & Horizontal); Automatic Belt Conveyor & Surge
Bin; Boiler (Temporary Heat); Crusher, Screening or Wash Plant;
Generator (&/or 150 KW or Over); Heaters (Mechanical); High Pressure
Utility Locating Machine (Daylighting Machine); Mudjack; Oiler; Prestress
Machine; Pug Mill; Pump (3 Inch or Over) or Well Points; Rock, Stone
Breaker; Screed (Milling Machine); Stump Chipper; Tank Car Heaters;
Vibratory Hammer or Extractor, Power Pack.
Future Increase(s):
Add $1.95/hr on 6/1/11; Add $2/hr on 6/1/12; Add $2/hr
on 6/1/13; Add $1.75/hr on 6/1/14.
Premium Increase(s):
On Sunday & holidays, pay two times the hourly basic
rate.

556 Fiber Optic Cable Equipment. 22.79 15.30 38.09
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Department of Workforce Development
Equal Rights Division

P.O. Box 8928

Madison, Wl 53708-8928

Telephone: (608) 266-6860

Fax: {608) 267-4592

TTY: {608) 264-8752

State of Wisconsin

Department of Workforce Development
Scott Walker, Governor

Manny Perez, Secretary

John P. Conway, Division Administrator

The documents following the Prevailing Wage Rate Determination consist of 14 pages of
vartious forms/documents that will be used throughout the completion of the project. The
chart below lists the form number, form/document name, the party who uses the document,
and the document’s number of pages. If you have any questions regarding these forms
please call the Prevailing Wage Office at (608)266-6861.

16056 Post the White Sheet Contracting agency 1
16770 | Substance Abuse Prevention on Public | All contractors working on public 1
Works and Publicly Funded Projects, works and publicly funded

§103.503, Wis. Stats, private construction projects
10008 | Consolidated List of Debarred Any party contracting someone to 2
Contractors complete work on a prevailing

wage project

7777 Disclosure of Ownership Contractors that meet the criteria 1
set out in (3){(A)&(B) of the form

5724 Prime Contractor Affidavit of Prime contractor files with 2
Compliance contracting agency upon
completion of the work before
receiving final payment

10584 | Agent or Subcontractor Affidavit of Subcontractors file with their 2
Compliance awarding contractor upon
compiletion of their work on the
project before receiving final

payment
10880 Request to Employ Subjourneyperson | Contractors wishing to employ a 1
subjourneypersorys)
Prevailing Wage - Public Entity Project | Explanation of project owner 2
Owners responsibilities
Prevailing Wage — Contractors Explanation of contractor 2

responsibilities
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State of Wisconsin

Department of Workforce Development
Equal Rights Division

Labor Standards Bureau

POST THE WHITE SHEET

As the public entity receiving this
prevailing wage rate determination, YOU
ARE REQUIRED by law to post the
prevailing wage rate determination (i.e.,
white sheet) in at least one conspicuous
and easily accessible place on the project
site that is available to all construction
workers. The white sheet must remain
posted from the onset of the project until
all construction labor on the project has

been completed.
[See, Wis. Admin. Code §DWD 290.12(1)]

Posting the white sheet inside the general contractor’s
trailer does not meet this requirement. That placement
is not available/accessible to all workers and is not a
location over which you have control.

If you have questions about posting, please «call
(608)266-6861 and ask for prevailing wage intake.

ERD-16056-F (N.10/2007)



Disclaimer

Employers performing work on public works and publicly funded private construction
projects in Wisconsin are required to have a written substance abuse testing program in
place. The provisions of this requirement are contained in Sec. 103.503, Wis. Stats. The
Department of Workforce Development is neither responsible for enforcement of this law
nor authorized to answer questions concerning its provisions. For legal advice on
complying with Sec. 103.503, Wis. Stats., you may wish to consult with a private attorney.

103.503 Substance abuse prevention on public works

and publicly funded projects. (1) Dernemions. In this section:

(=) “Accident” means an incident caused, contributed to, or
otherwise invelving an employee that resulted or could have
resulted in death, personal injury, or property damage and that
oceurred while the employee was performing the work described
in s. 66.0903 (4), 66.0904 (3), or 103.49 {2m) on a project.

(b) “Alcohol” has the meaning given in s. 340.01 (1q).

(c) “Contracting agency” means a local governmental unit, as
defined in s. 66.0903 (1) (d), a state agency, as defined in 5. 103.49
(1) (), or an owner or developer under 5, 66.0904 that has
contracted for the performance of work on a project.

(&) “Drug” means any controlied substance, as defined in 3.
961.01 (4), or controlled substance analog, as defined in s. 961.01
{(4m), for which testing is required by an employer under its
substance abuse prevention program under this section.

(e} “Employee” means a laborer, worker, mechanic, or truck
driver who performs the work described in s. 66.0903 (4),
66.0904 (3), or 103.49 (2m) on a project.

(f) “Employer” means a contractor, subcontractor, or agent of
a contractor or subcontractor that performs work on a project.

{2} “Project” mean a project of public works that is subject to
$. 66.0903 or 103.49 or a publicly funded private construction
project {hat is subject to 5. 66.0904.

{2} SUBSTANCE ABUSE PROHIBITED. No employee may use,
possess, attempt to possess, distribute, deliver, or be under the
influence of a drug, or use or be under the influence of alcohol,
while performing the work described in s. 66.0903 (4), 66.0904
(3), or 103.49 (2m) on a project. An employee is considered to be
under the infivence of alcohol for purposes of this subsection if he
or she has an alcoho! concentration that is equal to or greater than
the amount specified in s, 885.235 (1g) (d).

(3) SUBSTANCE ABUSE PREVENTION PROGRAMS REQUIRED. (&)
Before an employer may commence work on a project, the
employer shall have in place a written program for the prevention
of substance abuse among its employees. At a minimum, the
program shall include all of the following:

1. A prohibition against the actions or conditions specified in
sub. (2.

2. A requirement that employees performing the work
described in s. 66.0903 (4), 66.0904 (3), or 103.49 Zm)on a
project subrnit to randor, reasonable suspicion, and post—accident
drug and alcohol testing and to drug and alcohol testing before
commencing work on a project, except that testing of an employee
before commencing work on a project is not required if the

_employee has been participating in 2 random testing program
during the 90 days preceding the date on which the employee
commenced work on the project.

ERD-16770-P (R. 09/2010)

3. A procedure for notifying an employee who violates sub.

(2), who tests positive for the presence of & drug in his or her
system, or who refuses to submit to drug or alcohol testing as
required under the program that the employee may not perform
work on a project until he or she meets the conditions specified in
sub. (4) (b) 1. and 2.

(b) Each employer shali be responsible for the cost of
developing, implementing, and enforcing ifs substance abuse
prevention program, including the cost of drug and alcohol testing
of its employees under the program. The contracting agency is not
responsible for that cost, for the cost of any medical review of a
test result, or for any rehabilitation provided to an employee.

{4) EMPLOYEE ACCESS TO PROJECT, (&) No employer may permit
an employee who violates sub. (2), who tests positive for the
presence of a drug in his or her system, or who refuses to submit
to drug or alcoho! festing as required under the employer’s
substance abuse prevention program under sub. (3) to perform
work on a project until he or she meets the conditions specified in
par. {b) 1. and 2. An employer shall immediately remove an
employee from work on a project if any of the following occurs:

1. The employee violates sub. (2), tests positive for the presence
of a drug in his or her system, or refuses to submit to drug or
alcohol testing as required under the employer’s substance abuse
prevention program. ‘

2. An officer or employee of the contracting agency has a
reasonable suspicion that the employee is in violation of sub. (2)
and requests the employer to immediately remove the employee
from work on the project.

{b) An employee who is barred or removed from work on a
project under par, (a) may commence or retum o work on the
project upon his or her employer providing to the contracting
agency documentation showing all of the following:

1. That the employee has tested negative for the presence of
drugs in his or her system and is not under the influence of alcohol
as described in sub. (2).

2. That the employee has been approved to commence or
return to work on the project in accordance with the employer’s
substance abuse prevention program.

(c) Testing for the presence of drugs or alcohol in an employee’s
system and the handling of test specimens shall be conducted
in accordance with puidelines for laboratory testing procedures
and chain—of-custody procedures established by the substance
abuse and mental health services administration of the federal
department of health and human services.

{5) LOCAL ORDINANCES; STRICT CONFORMITY REQUIRED. A
local governmental unit, as defined in s. 66,0903 (1) (d), may
enact an ordinance regulating the conduct regulated under this
section only if the ordinance strictly conforms to this section.

History: 2065 a. 181; 2009 a. 28.
































































B. Fold adjacent sheets in half lengthwise to expose an a pproximate 10 foot wide by 50 foot or 100 foot long (the

D.

E.

length of the sheet) substrate area.

Note: Fold selvage sheet edges (along the length of the sheets) under the m embrane to prevent
overspray onto the splice area.

Membrane which will have the adjacent sheetspliced over it should be adhered to the substrate first. In
this fashion, selvage edge splice area will not be contaminated by setting splice edge into the Foaming
adhesive.

Spray foaming adhesive onto the substrate and allow to foam up approximately 1/8 inch.

Place the membrane into adhesive and roll the membrane with a weighted rubber coated roller, approximately 30
inches wide weighing 100 - 150 pounds, to set the membrane into the adhesive.

Apply Foaming adhesive to the substrate and continue process described above until all sheets are fully bonded.

3.04 MEMBRANE SPLICING

3.05

3.06

3.07

A. General

The Fleece backed membrane has selvage edges (the fleecebacking is discontinued) and pre-applied plice tape
along the length of the sheet for m embrane splicing. Selvage edges are not provided along the width of the
membrane; adjoining membrane sheets are butted together and overlaid with 6 inch wide Pressure-Sensitive
Cured Cover Strip. As an option, sheets can be rotate d 90 degrees to form a cap sheet to eliminate flashing

B. Membrane Splicing with Splice Tape

FLASHING

Overlap adjacent sheets for the proper splice width.

Fold the top sheet back and clean the dry splice area with Sure-Seal Prim er as required by the
membrane manufacturer.

Where splice tape is not pre-applied (end laps, flashing details, etc.), apply SecurTAPE to bottom
sheet with the edge of the release film along a pre-marked line (approximately 1/2" out from the top
sheet edge). Press tape onto the sheet using hand pressure. Overlap tape roll ends a minimum of 1
inch.

Remove the release film and press the top sheet onto the tape using hand pressure.
Roll the seam toward the splice edge with a 2 wide steel roller.

Install a 6 inch wide section of Pressure-Sensitiveflashing over all fieldsplice intersections and seal
edges of flashing with Lap Sealant.

The use of Lap Sealant with tape splices is opti onal except at tape overlaps where Lap Sealant is
required.

A. Wall and curb flashing shall be curedmembrane. Continue the deck membrane as wall flashing where practicable.

B. Follow manufacturer's typical flashing procedures for all wall, curb, and penetration flashing including m etal

A.

edging/coping and roof drain applications.

WALKWAYS

Install walkways at all traffic concentration points (suchas roof hatches, access doors, rooftop ladders, etc.)and all
locations as identified on the specifier's drawing.

B. Adhere walkways to the membrane in accordance with the manufacturer's specifications.

DAILY SEAL
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A. On phased roofing, when the conpletion of flashings and teminations is not achieved by the end of the wok day, a
daily seal must be performed to temporarily close the membrane to prevent water infiltration.

B. Use Foaming adhesive or other similar material in accordance with the manufacturer's requirements.

3.08 CLEANUP

A. Perform daily clean up to collect all wrappings, em pty containers, paper, and other debris from the project site.
Upon completion, all debris must be disposed of in a legally acceptable manner.

B. Prior to the manufacturer's inspection for warranty, the apgicator must perform a pre-inspection to review all work
and to verify all flashing has been completed as well as the application of all caulking.

PART 2 GENERAL- METAL ROOF PANELS - BASE BID

1.01 SUMMARY

A. Section Includes: Factory-formed sheet metal roofing, including flashings and trim.

B. Related Sections: Section(s) related to this section include:
1. Cold Formed Metal Framing: Division Metal Framing Section.
2. Building Insulation: Division 7 Building Insulation Section.
3. Sealants: Division 7 Joint Sealants Section.

1.02 REFERENCES
A. American Society for Testing and Materials (ASTM):

1. ASTM A653/A653M Standard Specification for Steel Sheets, Zinc-Coated (Galvanized) or Zinc-Iron
Alloy-Coated (Galvannealed) by the Hot-Dip Process.

2. ASTM A792/A792M Standard Specification for Steel Sheet, 55% Aluminum-Zinc Alloy Coated by the Hot
Dip Process.

3. ASTM B209 Standard Specification for Aluminum and Aluminum-Alloy Sheet and Plate.
4. ASTM D2247 Standard Practice for Testing Water Resistance of Coatings in 100% Relative Humidity.

5. ASTM E1680 Standard Test Method for Determining the Rate of Air Leakage Through Exterior Windows,
Curtain Walls and Doors Under Specified Pressure Differences Across the Specimen.

6. ASTM E1646 Standard Test Method for Water Penetration of Exterior Windows, Curtain Walls and Doors
by Uniform Static Air Pressure Difference.

7. ASTM G90 Standard Practice for Performing Accelerated Outdoor Weathering of Non-Metallic Materials
Using Concentrated Natural Sunlight.

B. Architectural Aluminum Manufacturers Association (AAMA):
1. AAMA 501.2 Field Check of Metal Curtain Walls for Water Leakage.
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1.03 SYSTEM DESCRIPTION

A. Performance Requirements: Provide sheet metal roofing which has been manufactured, fabricated and
installed to withstand structural and thermal movement, wind loading and weather exposure to maintain
manufacturer’s performance criteria without defects, damage, failure or infiltration of water.

1. Air infiltration: Maximum 0.06 cfm per lineal foot (0.33 m3/hr per linear meter) of seam at static pressure of
6.24 psf (3.0 kPa) when tested per ASTM E1680.
2. Water penetration:
a. No uncontrolled water penetration through joints when tested in accordance with AAMA 501.2.
b. No uncontrolled water penetration through the joints at a static pressure of 6.24 psf (3.0 kPa) when tested
in accordance with ASTM E1646.

1.04 SUBMITTALS

A. General: Submit listed submittals in accordance with Conditions of the Contract and Division 1 Submittal
Procedures Section.

B. Product Data: Submit product data, including manufacturer’s SPEC-DATA? product sheet, for specified products.

C. Shop Drawings: Submit shop drawings showing layout, profiles and product components, including anchorage,
accessories, finish colors and textures.

1. Indicate layout of roofing panels and roof panel sizes, including custom-fabricated roofing panels if
indicated; indicate each item of trim and accessories.

2. Indicate in detailed drawings profile and gauge of interior and exterior sheets, and locations and types of
fasteners; indicate locations, gauges, shapes and methods of attachment of roofing panels, trim and accessory
items.

3. Indicate products/materials required for construction activities of this section not supplied by manufacturer of
products of this section.

D. Samples: Submit selection and verification samples for finishes, colors and textures.

E. Quality Assurance Submittals: Submit the following:
1. Contractor Certificates: Contractor’s certification that:
a. Manufacturer of products of this section meets specified qualifications.
b. Installer of products of this section meets specified qualifications.
2. Manufacturer Certificates: Product certificates signed by manufacturer certifying materials comply with
specified performance characteristics and physical requirements.
3. Manufacturer’s Instructions: Manufacturer’s installation instructions.
4. Manufacturer’s Field Reports: Manufacturer’s field reports.

F. Closeout Submittals: Submit the following:

1. Operation and Maintenance Data: Operation and maintenance data for installed products in accordance with
Division 1 Closeout Submittals, Maintenance Data and Operation Data Section. Include methods for maintaining
installed products and precautions against cleaning materials and methods detrimental to finishes and
performance.

2. Warranty: Warranty documents specified herein

3. Record Documents: Project record documents for installed materials in accordance with Division 1 Closeout

Submittals (Project Record Documents) Section..

1.05 QUALITY ASSURANCE

A. Installer Qualifications: Installer experienced in performing work of this section who has specialized in the
installation of work similar to that required for this project.
Specifier Note: Retain paragraph below to suit project requirement; otherwise delete paragraph below.

1. Certificate: When requested, submit certificate indicating qualification.

B. Sheet Metal Industry Standard: Comply with Sheet Metal and Air Conditioning Contractors National
Association (SMACNA) Architectural Sheet Metal Manual.

D. Preinstallation Meetings: Conduct preinstallation meeting to verify project requirements, substrate conditions,
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manufacturer’s installation instructions and manufacturer’s warranty requirements. Comply with Division 1 Project
Management and Coordination (Project Meetings) Section.

1.06 DELIVERY STORAGE & HANDLING

A. General: Comply with Division 1 Product Requirements Sections.

1. Ordering: Comply with manufacturer’s ordering instructions and lead time requirements to avoid
construction delays.

B. Delivery: Deliver materials in manufacturer’s original, unopened, undamaged containers with identification
labels intact. Identify fabricated components with UL 90 label where appropriate.

C. Packing, Shipping, Handling and Unloading:
1. Bundle roofing panels in waterproof wrapping paper.
2. Package trim and accessories in waterproof wrapping paper.

D. Storage and Protection: Store materials protected from exposure to harmful conditions. Store material in dry,
above-ground location.

1. Stack prefinished material to prevent twisting, bending, abrasion, scratching and denting. Elevate one end of
each skid to allow for moisture runoff.

2. Store products of this section in manufacturer’s unopened packaging until installation of products.

3. Maintain dry, heated storage area for products of this section until installation of products.

1.07 PROJECT CONDITIONS

A. Field Measurements: Verify actual measurements/openings by field measurements before fabrication; show
recorded measurements on shop drawings. Coordinate field measurements, fabrication schedule with
construction progress to avoid construction delays.

1.08 WARRANTY

A. Project Warranty: Refer to Conditions of the Contract for project warranty provisions.

B. Manufacturer’s Warranty: Submit, for Owner’s acceptance, manufacturer’s standard warranty document
executed by authorized company official. Manufacturer’s warranty is in addition to, and not a limitation of,
other rights Owner may have under the Contract Documents.

PART 3 PRODUCTS

201 SHEET METAL WALL PANELS

A. Manufacturer: American Building Company
1. Contact: 1500 Hamilton Rd., Bossier City, LA 71111; Telephone: (800) 950-6531, (318) 747-8000; Fax:
(318) 747-8059;e-mail: marketing@mcelroymetal.com; website: www.mcelroymetal.com.
2. Proprietary Products: American Buildings Company.

B. Substitutions: No substitutions permitted.

2.02 MANUFACTURED UNITS

A. American Buildings Company Loc Seam 16:

1. Profile: Standing seam pan with male seam fold 2” deep and female seam fold 1 63/64” deep at longitudinal
panel edges.

2. Size: 16" (406 mm) cover width, lengths indicated on drawings.

3. Material: Galvalume steel sheet conforming to ASTM A792, AZS55 coating; 24 gauge sheet thickness.

4. Finish: Polyvinylidene fluoride color coat, minimum 70% polyvinylidene fluoride resin content, applied to
sight-exposed face of sheet after pretreatment and priming in accordance with coating manufacturer’s
recommendations.

a. Color: Selected from full range of manufacturer’s standard colors.
b. Color: [Specify color.].
c. Color: Specified in Schedule at end of section.

B. Trim:
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1. Manufacturer’s standard sheet metal matching panel material and finish, break-formed to profiles indicated
on drawings, and including, but not limited to:

a. Termination and transition strips.

Specifier Note: If a colored coating is specified above, determine method of color selection and delete all
but 1 of the following 4 paragraphs. Coordinate selection method with requirements for submittal samples
specified in Part 1. If more than 1 color is required, retain third paragraph below and coordinate with
section schedule.

1) Color: Match panel finish.

2) Color: Selected from full range of manufacturer’s standard colors.

3) Color: [Specify color.].

4) Color: Specified in Schedule at end of section.
C. Clips and Fasteners: Supply items required for installation of panels in accordance with manufacturer’s installation
instructions and other indicated items; supply galvanized clips and fasteners.

2.03 MATERIALS
A. Galvanized Steel Sheet: ASTM A653, G90 steel sheet, zinc coated (galvanized) by hot dip process, structural
quality.

2.04 RELATED MATERIALS

A. General: Coordinate use of related materials:
1. Underlayment: 3 Isoboard insulation over “peel & stick” Vapor Barrier

2. 16 gauge galvanized channel supports ramset attached to existing masonry.

2.05 SOURCE QUALITY

A. Source Quality: Obtain metal panel products from a single manufacturer.

PART 4 EXECUTION

4.01 MANUFACTURER’S INSTRUCTIONS

A. Compliance: Comply with manufacturer’s product data, recommendations and installation instructions for
substrate verification, preparation requirements and installation.

B. Strippable Film: Remove manufacturer’s protective film, if any, from surfaces of roofing panels.

4.02 EXAMINATION

A. Site Verification of Conditions: Verify substrate conditions, which have been previously installed under
other sections, are acceptable for product installation in accordance with manufacturer’s instructions.

B. Verification of Conditions: Panel support systems are ready for construction activities of this section and
within specified tolerances. Rough-in utilities are in correct locations.

C. Installer’s Examination: Have installer of this section examine conditions under which construction
activities of this section are to be performed, then submit written notification if such conditions are
unacceptable. Transmit 2 copies of installer’s report to Architect within 24 hours of receipt.

Delay construction activities of this section until unacceptable conditions have been corrected.
Beginning construction activities of this section indicates installer’s acceptance of conditions.

4.03 PREPARATION

A. Coordination: Coordinate metal roofing with other work, drainage, flashing and trim, deck substrates,
parapets, copings, walls, and other adjoining work to provide a noncorrosive and leakproof installation.

B. Dissimilar Metals: Prevent galvanic action of dissimilar metals.
Specifier Note: Coordinate Article below with manufacturer’s recommended installation details.
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4.04

4.05

4.06

4.07

INSTALLATION

. Contractor is responsible to protect the existing roofing from punctures and damage caused by roof leaks.

. Contractor must dispose of all demolition materials and not to allow debris to accumulate on the roof or

grounds.

. Demolition materials must be disposed in a safe and legal manner.

. General: Install metal roofing panels to profiles, patterns and drainage indicated and required for leakproof

installation.
Provide for structural and thermal movement of work. Seal joints for leakproof installation.

. Seams: Provide uniform, neat seams.

Fasteners: Conceal fasteners where possible in exposed work. Cover and seal fasteners and anchors for
watertight and leakproof installation.

Wall panel Installation:

Install roofing plumb, true and in correct alignment with structural framing, in accordance with shop
drawings and manufacturer’s printed installation instructions.

Install panels using manufacturer’s concealed fastening system or non-corroding fasteners color-matched
to panel.

Install trim using concealed fasteners where possible; sight-exposed non-corroding fasteners color-
matched to trim are permitted on vertical surfaces only.

. Contractor must coordinate the installation of roofing metal fascia and other roofing assecories with the

roofing trade.

. Installation Tolerances:

Coordinate with other sections.
Variation from Plumb: Maximum 1/8" (3.2 mm).
Variation from Level: Maximum 1/8" (3.2 mm).
Variation from True Plane: Maximum 1/8" (3.2 mm).
Variation from True Position: Maximum 1/4" (6.4 mm).
Variation of Member from Plane: Maximum 1/8" (3.2 mm).

FIELD QUALITY REQUIREMENTS

. Site Tests (Post-Installation Testing): Owner reserves right to perform post-installation testing of installed

metal panel installation.

. Manufacturer’s Field Services: Upon Owner’s request, provide manufacturer’s field service consisting of

product use recommendations and periodic site visit for inspection of product installation in accordance
with manufacturer’s instructions.

CLEANING

. Cleaning: Remove temporary coverings and protection of adjacent work areas. Repair or replace damaged

installed products. Clean installed products in accordance with manufacturer’s instructions prior to
Owner’s acceptance. Remove construction debris from project site and legally dispose of debris.
Remove strippable coating and perform dry wipe-down cleaning of panels as erected.

PROTECTION

. Protection: Protect installed product’s finish surfaces from damage during construction:

Protect installed products from damage by subsequent construction activities.

Replace products having damage other than minor finish damage.

Repair products having minor damage to finish in accordance with panel manufacturer’s
recommendations.

Architect shall be sole judge of acceptability of repair to damaged finishes; replace products having
rejected repairs.

End of section
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ROOF PROPOSALS

PROPOSALS TO:

School District of Omro
Attention: Nate Lee
Maintenance Manager
455 Fox Trail

Omro, WI 54963

Roofing Proposals must not deviate from specifications and use the attached bid form.

Wisconsin Sales Tax will be not be included in your proposal. The school will direct purchase the materials.
The roofing contractor shall submit , on their company proposal, a separarate price for the base bid and the alternate bid.
The Roof contractor acknowledges that he has reviewed and fully understands the Roofing proposal Documents.

The Roof contractor acknowledges receipt of the following Addenda, [ #1, (1 #2, [1 #3, [ #4, [1 #5, and has incorporated the
Addenda into the Roofing proposal Documents.

The Roof contractor agrees to perform the Work of this Contract in accordance with the Roofing proposal Documents, and to
accept full compensation therefore in the amount of this Roofing proposal.

The Roof contractor agrees that this Roofing proposal may not be modified or withdrawn for a period of 45 calendar days after
the date designated for receipt of Roofing proposals.

The Roof contractor agrees to, if notified of the acceptance of this Roofing proposal by the Owner, enter into a Contract with
the Owner on the Terms stated in the Roofing proposal and the Contract Documents.

The Roof contractor agrees to commence and complete the Work in accordance with the Project Schedule, after execution of
the Contract or receipt of written notice.

END OF SPECIFICATION
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Bid Form

Omro Schools Roof Rehabilitation 2011

Base Bid.
All roofing and materials as per specifications for a 20 year warranty

Cost

Optional:

All roofing and materials as per specifications for all designated Middle/High
School Roof Areas

Cost

Company

Address

City, State

Signed by Company Officer

Date
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Omro Middle/ High School

il
Base Bid 96, 825 sq.ft.
Alternate Bid 37,322 sq. ft.
5
Design & Budgeting Infra-Red Scans RoofPlan
Service Progams Tel # 1-608-547-0168 omro Ml Figh Schoo

Inspections Fax #1-608-847-6739

5/13/2011 NAR




Metal Fascia

Sure - Seal Fast 100
Adhesive

Sure Seal FleeceBACK EPDM
100 mil

Existing Insulation
Remove All Wet

N

o

o

Roof Edge Detail

Lap Sealant

NOTE

6 INCH (15.5 cm) WIDE UNCURED ELASTOFORM FLASHING
OR PRESSURE SENSITIVE FLASHING MUST BE CENTERED
OVER FIELD SPLICE AT ANGLE CHANGE.

FB-1-A

Design & Budgeting
Service Progams
Inspections

Infra-Red Scans
Tel # 1-608-547-0168
Fax #1-608-847-6739

FB 1-A

Omro Schools
Omro, WI
5/17/11 NAR




Sure Seal 100 mil FleeceBACK

Existing Insulation
Repair as Req'd

Sure - Seal Splice Tape

Sure Seal Lap Sealant

As Required

Fast 100 Foam Adhesive

7

Hnnnnnin

o o o (&
(@}

— 3"Overlap Min —=¢ L— 18" Min 1/2" Max

Membrane Splice Detall

NOTES:

1. PRIOR TO INSTALLATION OF SPLICE TAPE
APPLY SPLICE AREAS WITH PRIMER.

2. SPLICE TAPE IS TO BE OVERLAPPED A MINIMUM
OF 1 INCH AT THE ENDS OF EACH CUT PIECE.

3. LAP SEALANT IS TO COVER THE ENTIRE EXPOSED
EDGE OF THE SPLICE TAPE.

4. FOR MEMBRANE SPLICE INTERSECTIONS, REFER TO
DETAIL FB-2-C.

5. REFER TO DETAIL FB-2-D FOR END LAP SPLICING
PROCEDURES.

FB-2-B

Design & Budgeting Infra-Red Scans FB 25
Service Progams Tel # 1-608-547-0168 mmﬁm m_\o_\wsa
Inspections Fax #1-608-847-6739 5/17/11 NAR




Clamping Ring

Water Cut-Off Mastic

100 mil FleeceBACK Membrane

Fast 100 Adhesive

Existing Insulation
Repair as req'd

A
0Q

oQ
qQ

NOTES:
1. REMOVE ALL LEAD AND OTHER FLASHING.

2. ALLBOLTS OR CLAMPS MUST BE IN PLACE TO PROVIDE CONSTANT
COMPRESSION ON WATER CUT-OFF MASTIC.

3. CUT THE MEMBRANE SO IT EXTENDS A MINIMUM OF 1/2" FROM THE
ATTACHMENT POINTS OF THE DRAIN CLAMPING RING.

4. HOLE IN MEMBRANE MUST EXCEED SIZE OF DRAIN PIPE.

NY

FLEECE MUST BE REMOVED FROM BACK OF

MEMBRANE SO WATER CUT-OFF MASTIC IS IN INSULATION TAPER SHALL NOT BE STEEPER THAN 6" IN 12" .

DIRECT CONTACT WITH EPDM 5. ROOF DRAIN SIZE AND NUMBER OF DRAINS SHALL BE IN ACCORDANCE

WITH LOCAL CODES.
Roof Drain Detail FB-6-A

Design & Budgeting Infra-Red Scans mww\,mgga
Service Progams Tel # 1-608-547-0168 Omro, Wi
Inspections Fax #1-608-847-6739 5/17/11 NAR




INSTALLED.

APPLY HP-250 PRIMER TO THE FLASHING AND ONTO
THE DECK MEMBRANE WHERE THE
PRESSURE-SENSITIVE OUTSIDE CORNER IS TO BE

SURE-SEAL
HP-250
PRIMER

BLUE POLY

FILM (REMOVE
BEFORE FOLDING)

PRIOR TO PLACEMENT OF SURE-SEAL CORNER,
PEEL OFF THE BLUE POLY FILM AND HEAT THE
FLASHING SIDE WITH A HEAT GUN. RE-APPLY THE
POLY LOOSELY. FOLD THE FLASHING IN HALF AND
PEEL OFF ONE SIDE OF THE RELEASE PAPER.

RELEASE PAPER

Outside Corner

PLACE SURE-SEAL INSIDE/OUTSIDE CORNER AS SHOWN
AND REMOVE RELEASE PAPER.

PRESS FOLDED FLASHING TIGHTLY INTO ANGLE
CHANGE AND FIRMLY PRESS FLASHING AGAINST THE
VERTICAL SURFACE.

PLACE FOLDED FLASHING TIGHTLY INTO ANGLE
CHANGE AND FIRMLY PRESS FLASHING ONTO THE
DECK FLANGE BY PRESSING THE FLASHING AGAINST
THE HORIZONTAL SURFACE.

FB-15-D

PLACE QUARTER SECTION ONTO DECK WITH LONG
FOLDED SIDE FACING THE WALL. REMOVE
REMAINING RELEASE PAPER, PRESS FIRMLY AND
PROCEED WITH SECOND QUARTER GOING UP THE
MMM._Z._MM,_: WALL BY PRESSING FIRMLY INTO

SURE-SEAL LAP SEALANT

SEAL ALL EXPOSED EDGES WITH SURE-SEAL LAP
SEALANT.

Design & Budgeting

Infra-Red Scans

FB 15-D
Service Progams Tel # 1-608-547-0168 mmﬁmm_\_o\wga
Inspections Fax #1-608-847-6739 o g




EPDM Pressure
Sensitive Corner

VEVBRANE. 100 mil FleeceBACK EPDM
Lap Sealant
Fast 100 Adhesive

Primer

NOTES:

1.  SEAL ALL EDGES WITH LAP SEALANT.

2. PRESSURE-SENSITIVE CURED COVER STRIP OR OVERLAYMENT STRIP 100 Mil FleeceBACK
CANNOT BE USED AT CORNERS. PRESSURE-SENSITIVE UNCURED Roof Membrane
ELASTOFORM FLASHING OR SURE-SEAL INSIDE/ OUTSIDE CORNERS MUST
BE USED.

Inside Corner FB-15-C

Design & Budgeting Infra-Red Scans FB 150
Service Progams Tel # 1-608-547-0168 mﬁmm&ws\m

Inspections Fax #1-608-847-6739 517/11 NAR




100 mil FleeceBACK EPDM
Fast 100 Adhesive
Existing Insulation
\ Repair as Req'd

E— VA
o o

o
(@)

o
a o O
) QO - ° oo
o © o o o o
a (o)
o ° 90
le o
o o ©

Curb or Wall Detail

Sureseal P.S.
° T-Patch

NOTES:

1.

LOCATE FB-9 TERMINATION ABOVE
ANTICIPATED WATER LEVEL.
FLEECE-BACKING MUST BE REMOVED AT
COMPRESSION SEAL TERMINATIONS (FB-9-A
AND D) - SEE SPECIFICATIONS.

FOR CORNER APPLICATIONS, SEE FB-15
DETAILS.

6" (150 mm) WIDE PRESSURE-SENSITIVE
UNCURED ELASTOFORM FLASHING MAY
ALSO BE CENTERED OVER FIELD SPLICE.

LAP SEALANT IS OPTIONAL WITH TAPE
SPLICES (REFER TO SPECIFICATIONS).

FB-12-A

Design & Budgeting
Service Progams
Inspections

Infra-Red Scans
Tel # 1-608-547-0168
Fax #1-608-847-6739

FB-12-A
Omro Schools
Omro, WI
5/17/11 NAR
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Omro Elementary School
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T
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Design & Budgeting Infra-Red Scans Roof Plan
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Mark Number Applicable Roof Slope
TVF1 >0 —11/2 70 12
TVF2 >11/2 — 2 1/2 T0 12
TVF3 >21/2 -3 1/2 TO 12
TVF4 >3 1/2 — 4 1/2 TO 12
TVF5 > 41/2 — 5 1/2 T0 12
TVF6 >51/2 -6 1/2 70 12
TVF7 > 6 1/2 — 7 1/2 70 12
TVF8 > 7 1/2 — 8 1/2 70 12
TVF9 >81/2 — 9 1/2 TO 12
TVF10 >91/2 - 10 1/2 10 12
TVF11 > 10 1/2 — 11 1/2 TO 12
TVF12 > 11 1/2 — 12 1/2 TO 12
Issued 2—1-01 Release No. Revision No. Description
Drawn By MCS Valley Flashin
Checked B T TIR.01.2001 0 y 9
Parent Mark Number
AMERICAN BUILDINGS COMPANY] —

Omro, WI

Design & Budgeting Infra-Red Scans Elementary School
M Service Progams Tel # 1-608-547-0168 Omro Schools
TR Inspections Fax #1-608-847-6739 B




AMERICAN

11/2" 1 1/2”
/\ "
5/16”
Issued 2—-1-0t Release No. Revision No. Description
Drawn By THG ' Offset Cleat
Checked By BLJ TIR.04.2004 1 )
Parent Mark Number

BUILDINGS COMPANY,

TOC-10.2

Design & Budgeting
Service Progams
= Inspections

Infra-Red Scans
Tel # 1-608-547-0168
Fax #1-608-847-6739

Elementary School
Omro Schools
Omro, WI

5/17/11 NAR




'Mark Number Applicable Roof Slope
THFC1 >0 —-11/2 70 12
THFC?2 > 1172 — 2 1/2 70 12
THFC3 >21/2 — 3 1/2 70 12
THFC4 > 31/2 — 4 1/2 TO 12
THFCS >4 1/2 —51/2 70 12
THFC6 >51/2 — 6 1/2 TO 12
THFCT > 6 1/2 — 7 1/2 10 12
THFCS > 7 1/2 - 8 1/2 10 12
THFCY >81/2 — 9 1/2 7O 12
THFC10 > 9 1/2 — 10 1/2 TO 12
THFCA | > 10 1/2 = 11 1/2 10 12
THFC12 > 11 1/2 — 12 1/2 TO 12

Issued 2—1-01 Release No. Revision No. Description
Drawn By YML TIR.04.2004 1 Hip Flashing
Checked By THG s Loc Seam, Mansard Fascia and Seam L oc Roof Panels

AMERICAN BUILDINGS COMPANY

Parent Mark Number

THFC_

Design & Budgeting
Service Progams
=== Inspections

Infra-Red Scans
Tel # 1-608-547-0168
Fax #1-608-847-6739

Elementary School
Omro Schools
Omro, WI

5/17/11 NAR
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Issued 1-9-85 Release No. Revision No. Description
Drawn By THG Flashing Eave Support
Checked 5y 1BLs TIR.02.2000 2

Parent Mark Number

FSE-1
AMERICAN BUILDINGS COMPANY,

Design & Budgeting Infra-Red Scans g,emeg,ah,y ?Choo,
M Service Progams Tel # 1-608-547-0168 Om ;// 00ls

Inspections Fax #1-608-847-6739 5/17/11 NAR




CLIP ASSEMBLY

1.510 | 1510
1.450 ] 1.430

078 IR. \

CENTERING DIMPLE
TYPICAL

3.020
2.980

MATERIAL = GOS0 GALVANIZED, GRADE SO
THICKNESS = 0.048” + 0.002”

0.275,
0.255
— V4

0.860 1.8465

0.820 1.7840

2.604
minimum
PART "B”

50,000 PS| ASTM A653

0.545
| 0.525

0.275 |_0275

1.510
1.490 — —
T T T T TN EXTRUDED HOLE TO REST ON OPPOSING SIDE. EXTRUSION WILL
—_—————————— = BE SUFFICIENT TO HOLD MATERIAL APART TGO AVOID BINDING WHEN
CUIPS ARE SCREW DOWN.
SECTION "A—-A"
1/8°¢ HOLES
0.806 /
3.0200 0.788
7.9800
= 10,400
85‘:!:2'*” 0.375
2.327
2.307
QUTSIDE TO OQUTSIDE
DIMENSIONS UNLESS NOTED
ELE
_________ L
PART A"
MATERIAL = G90 GALVANIZED, GRADE 50
50,000 PSI ASTM AG53
THICKNESS = 0.026" + 0.002”

Issued 4—14—-06 Release No. Revision No. Description

Drawn B) TAC 3 <

o kedys TIR.02.2006 0 ) LocSeam Expans:op Clip

a2 Y THG with incorporated Bearing Plate

AMERICANBUILDINGS COMPANY

Parent Mark Number

LSBC-1

Design & Budgeting Infra-Red Scans Elementary School
Service Progams Tel # 1-608-547-0168 8%]31;7003
— Inspections Fax #1-608-847-6739

5/17/11 NAR




LOC-SEAM LOC-SEAM 360

163/64" o

16"

PANEL PROFILE CROSS SECTION

Engineering Properties of American Buildings Company 16" LocSeam Panel

Designated] Steel | Base Total Panel Top In Bottom in :
Gage Yield | Metal Thick. Weight Compression Compression Fb
of KSI | Thick. {In.) (bs. /%) Ix Sx Ma ix Sx Ma KSl
Steel (In) (In% /1) (n /1) KN n?/f) {in2/1) K-IN.
4Ga. | 50 |00225]  0.0241 7.35 0,166 0.089 2.97 0.0/3 0.061 1.8 30
22 Ga. 50 |0.0300 0.0316 1.77 0.225 0.140 4.20 0.110 0.094 282 30
Gage No. Load Maximum Tota! Uniform Load in PSF
of of Type Span Lengths, Ft.
Panel Spans 1.50 2.00 2.50 3.00 3.50 4.00 4.50 5.00
1 POS 683]_B+S 423] B+S 285] B+ 204] Bss 153| B+s 118] B+s 94| B+S 77| B+s
24 Ga 2 POS 460} B+S 276] B+S 183] Bs 129 BS 86| B+S 74| B+S 58} B+S 48| B+S
3 POS H42F B+S 332{ B+S 222| B+S 159] B+s 118] B+s 92| B+s 73] B+S 60| B+S
4 POS 516} B+S 314{ B+S 210} B+S 148] B+S 114] B+S 86| B+S 68 B+S 56| B+S
1 POS 1042} B+S 629] B+s 417} B+s 296} B+S 220{ B+s 170] B+ 135! B+S 10| B+S
22Ga 2 POS 733} B+s 435] B+s 286} B+S 201} B+S 149] B+S 115{ B+§ 91| B+S 74| B+S
) 3 POS 873 B+S 527] B+ 350] B+S 2481 B+S 185] B+s 143} B+S 113f B+S 92| B+S
4 POS 828f B+S 497] 8+ 329] B+s 233] B+S 173] B+S 134} B+S 106 B+S 86| B+
Engineering Properties of American Buildings Company 16" LocSeam 360 Panel
Designated| Steel | Base Total Panel Top In Bottom In
Gage Yield | Metal Thick. Weight Compression Compression Fb
of KSt | Thick. (In.) (bs. /1t% Ix Sx Ma Ix Sx i Ma KSi
Steel (in.) ntra) n2re) KN, {In*/ ) (in>/f) K-N.
24 Ga. 50 }0.0225 0.0241 1.35 0.140 0.078 234 0.063 0.056 168 30
22 Ga. 50 }0.0300 0.0316 1.77 0.185 0.114 1 3.42 0.085 _ 0.085 2.55 30
Gage No. Load Maximum Total Uniform Load in PSF
of of Type Span Lengths, Ft.
Panel Spans 1.50 2.00 2.50 3.00 3.56 4.00 4.50 5.00
1 POS 613} B+S 363] B+S 238] B+S 168] B+S 124] B+s 96| B+S 76] B5 62| B+S
24 Ga. 2 POS 450] B+s 264] B+S 172} B+S 121} B+s 90| B+s 69] B+S 55| B+S 44| B+5
3 POS 541] B+S 322] B+S 212} B+S 150{ B+S 111] B+S 86| B+S 68] B+S 55 B+s
4 POS 512] B+S 303] B+S 109} B+ 140] B+S 104] B+ 80| B+s 64| B+S 52| B+s
1 POS 929] B+S 542] B+S 353} B+S 248] B+S 183| B+s 141f B+$ 111] B+ 80| B+S
22Ga. 2 POS 700] B+S 407] B+S 2684} B+S 185] B+S 137] B+S 105] B+S 83| B+S 68| B+S
3 POS 849] B+S 499{ B+S 326} B+S 229{ B+S 170 B8+ 131] B+S 104| B+S 84} B+S
4 POS 801] B+S 469] B:S 306] B+S 215] B+S 159] B+§ 122} B+S 97| B+S 79} B+S

-

. The panels were checked for bending (B), shear (S), combined bending and shear (B+S) and deflection (D). The controlling check is noted in the table.
Deflection was limited to span/150

2. Section Properties have been calculated in accordance with the 2001 North American Specification for the Design of Cold-Formed Steef

Structural Members.

3. Minimum yield strength of 24 and 22 gage steet is 50,000 psi.
4. Steet panels are either aluminum-zinc alloy or G-9C coated. The base metal thickness was used in determining section properties.
5. Positive load (POS) is applied inward toward the panel supports and is applied to the outer surface of the full panel cross-section.
PANEL MARKINGS Notes:
MARK |PANEL | WGT. S e etk
LC. 6. .24 - LENGTH 1. Ali radii = 3/32" (+1/32", -0")
NUMBER |GAGE |#/L.F. '—l: 2. Tolerances = +1/16" unless noted.
LC624-LGTH 24 1.80 Gage: 22 or 24 3. Cail VYidth = 227 (+1/8", -0
LCB22-LGTH o 236 Panel Width: 16" 4, ;ﬂ;tenal =24 ga. (set? note 5).
Panel Type: 5. gage material available by
11.624-L.GTH 24 1.80 special order only.
P LC = Loc-seam Plain
LL622-LGTH 2.36 LL = Loc-seam Swaged
Issued 12—2-02 Release No. Revision No. Description
Drawn By YML 16" LOC SEAM PANEL
Checked By |THG TIR.01.2005 | 2 (4-4-03) DIMENSIONS, PROPERTIES AND LOAD TABLES
Parent Mark Number
AMERICAN BUILDINGS COMPANY
Design & Budgeting Infra-Red Scans ' Slomentary Schoo!
Service Progams Tel # 1-608-547-0168 Omro, Wi
= Inspections Fax #1-608-847-6739 5/17/11 NAR




